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Statement of Disclaimer
Since this project is a result of a class assignment, it has been graded and accepted as fulfillment of the course
requirements. Acceptance does not imply technical accuracy or reliability. Any use of information in this
report is done at the risk of the user. These risks may include catastrophic failure of the device or
infringement of patent or copyright laws. California Polytechnic State University at San Luis Obispo and its
staff cannot be held liable for any use or misuse of the project.
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Introduction
The purpose of this project was to develop two natural draft components to be attached to a biomass
residential gasification heating unit. The biomass heater is purposed to supply a heating fluid to a storage tank
for hydronic radiant heating or other similar intermediate fluid heating systems. Ideally, the system will
accommodate a large range of biomass fuels and efficiently provide heat with minimal polluting byproducts.
Our original project was to design a complete gasifier boiler. However, through our collaboration with
project sponsor Tod duBois, the scope of our senior project has narrowed on a specific subsystem of the
gasifier. With the help of our advisor, Dr. Andrew Davol, we chose to design, build, and test a natural draft
nozzle. This particular component is explained below in our report, and specific design schematics can be
found in the detailed analysis below.
Background
Gasification is the process of converting organic carbonaceous materials into carbon dioxide, hydrogen, and
carbon monoxide. The primary combustion of biomass releases approximately 40 percent of the chemical
energy as heat, while the remaining energy is released as carbonaceous gas, often simply referred to as smoke.
The secondary combustion of these carbonaceous gases (syngas or producer gas) can result in thermal
efficiencies of up to 93 percent. Gasification differs from simple wood burning in that the producer gas is
used to do work rather than exhausted to atmosphere. The producer gas can either be used immediately in
the case of heating, or filtered and used as a clean burning fuel in an internal combustion engine, generator, or
other gas powered machinery.
The producer gas that follows the gasification process differs from the gases exhausted from simple wood
burning. The gasification process relies heavily on the air to fuel ratio (AFR). For combustion reactions, the
ideal AFR is the stoichiometric rate measured as a mass ratio. Combustion under ideal stoichiometric rates
will result in the complete combustion of all fuels and no residual oxygen. AFR numbers below
stoichiometric are considered rich and will have unburnt hydrocarbons. AFR numbers above stoichiometric
are considered lean and will have residual oxygen but ideally, no unburnt hydrocarbons. Gasification aims to
produce rich gas, that is to say an AFR below stoichiometric. This rich syngas contains combustible
hydrocarbons without the presence of oxygen. When air is reintroduced to this gas, a second combustion
reaction may occur.
The burning of any biomass fuel follows five thermal processes: drying, pyrolysis, oxidation, cracking and
reduction. In the drying stage, water is driven out from the biomass fuel at a temperature between 212-300°F.
This process is important because any water remaining in the fuel during later processes will extract energy
for vaporization causing a lower efficiency. Pyrolysis is the process of converting dry biomass to charcoal
and tar gasses in the absence of oxygen at temperatures between 400-900°F. During pyrolysis, the carbon,
hydrogen, and oxygen atoms of biomass are fragmented into volatiles (tar gasses) and fixed carbon chains
(charcoal). These tar gases are comprised mostly of carbon monoxide and hydrogen gas, both of which are
fuels with very good combustion characteristics. The charcoal produced is later used in the reduction
reaction. Combustion and cracking follow pyrolysis, which is a largely exothermic process occurring at 14502200°F. During combustion and cracking, charcoal, air, and tar gases are converted to water, carbon dioxide,
cracked tar, and reactive charcoal. Reduction is the final stage of the gasification process. In this stage,
carbon, water, and carbon dioxide are converted to hydrogen gas and carbon monoxide in an endothermic
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reaction at approximately 1200-1650°F. The carbon monoxide and hydrogen gas mixture is referred to as
producer gas and can be later consumed in a second combustion/reduction reaction if oxygen is
reintroduced.
Gasification is a mature science that has been used in practice for over 200 years. Today, gasification is used
in two ways - either as an efficient heating process or as a means to convert biofuel directly into syngas to
produce electricity. The gasification of biofuels for electric energy production requires clean burning,
molecularly consistent syngas. The syngas used in internal combustion engines or generators has to have very
little tar, ash, and byproducts to allow for proper, prolonged engine use. The gasification process and syngas
produced for heating units can be more crude because all gases are ultimately exhausted to atmosphere, rather
than fed into an engine. However, if the combustion of the producer gas is not optimized, unburnt fuels can
pass through the system lowering the efficiency and polluting the atmosphere. Gasification for electrical use
operates at lower temperatures and requires careful monitoring, while gasification for thermal use attempts to
operate at the greatest possible temperature to ensure complete combustion of all fuels. Gasification for
electrical use is similar to thermal uses, except the gases are usually filtered and cooled before sent to a
generator. Gasification for thermal use, usually combusts the syngas as close to the primary solid fuel reaction
as possible in order to capitalize on the heat of the primary reaction.
Regardless of the end purpose of the gasification process, standards set by government agencies, such as the
United States Environmental Protection Agency (EPA), need to be taken into consideration when designing a
system that combusts fuel and exhausts gases to the atmosphere. In the United States, exhaust emissions are
strictly regulated by the federal government for the public welfare. According to the National Energy
Technology Laboratory (NETL), the United States Environmental Protection Agency was required by
Congress in 1963 to establish standards “for any pollutants which affect public health and welfare.” The
emissions of any gasification process are required to hold to the standards established by the EPA. Updated
and adjusted to meet modern technology, the EPA revises the standards every five years. In the last revision
released on February 3, 2015, the government agency declared the limit for particulate matter (PM) contained
in emissions of wood burning appliances to be 0.32 pounds per million BTU heat output. The EPA also
issued a statement that by 2020, the government will be enforcing that all emissions must not exceed a
maximum of 0.10 pounds of PM per million BTU heat output. These regulations will set the standards for
gasification emissions.
The efficiency and performance of a gasification boiler system is highly dependent on its ability to sustain
high temperatures. An insulating layer may be used to retain a gasifier’s high temperatures in order for proper
combustion and safety regulations to be met. There are a multitude of insulating materials that can be used
for this requirement, but some options are expensive. For a cost effective system, the use of refractories is
the best option to insulate a gasifier. Refractories are commonly used to insulate and protect furnaces from
chemical, thermal, and mechanical damage. There are three classes of refractories: acid, neutral, and basic.
For vessels experiencing fumes at elevated temperatures such as gasifiers, a basic refractory is ideal because of
its stability in alkaline (non-acidic) environments. Basic refractories are resistant to fatigue caused by alkaline
slag and conserve heat at high temperatures. Some refractories are preshaped, such as bricks and tiles, while
others have the ability to be casted into specific shapes.
To prevent heat losses, we used insulating refractories around high temperature components. Because our
sponsor, Tod duBois, already possessed castable refractories, we will used these to help in the construction of
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our nozzle. Basic refractories are selected based on their heat capacities and chemical reactions at high
temperatures. When selecting our refractory material, the temperature limits, thermal conductivity, and
thermal expansion of the material were considered. Research also showed the relationship between high
temperatures and refractory durability. For example, lightweight chamotte and kaolin bricks are often used
for application temperatures up to 2500°F. However, these bricks also have disadvantages, because their
porosity allows the material to expand on their heated surface, weakening their mechanical strength and
structure. Therefore, heat capacities are not the only consideration. In conclusion, heat capacities and overall
refractory selection also requires consideration of refractories’ chemical characteristics as well as cost.
When designing a gasifier system, it is crucial to have a biomass fuel that is readily available, clean burning,
and sustainable. It is difficult to design a universal gasifier that runs off any form of biomass because biomass
fuels have different chemical structures. If a biomass fuel, such as wheat straw or corn stalks, produces a
higher level of ash content, the gasifier will experience slagging. Slagging is the process in which a glass-like
by-product remains after the gasification process of a fuel. Slag is usually a mixture of oxides and silicon
dioxide which can cause permanent damage to the system. Therefore, it is ideal to use a fuel source with a
lower ash content, such as corn cobs or alfalfa seed straw. Fuels with a lower ash content prevent slagging
and combust more efficiently. To minimize slagging, a fuel source should have an ash content below 5% for
optimal use.
When selecting a fuel source, one also needs to take into consideration the moisture content of the fuel. It is
desirable to have fuels with minimal amount of water content in order to decrease the length of the drying
process. Dried fuels also extract less heat from the combustion reaction. The origin of the fuel source also
has an effect on the gasification process. For example, if wood was collected near the ocean, it would contain
chlorine, causing an increase in ash content. The potassium and phosphorus present in bark and sawdust will
also increase the ash production reducing the efficiency. The only biomass fuel that does not require special
attention is coal, but its price, availability and its non-renewable source makes it a non-ideal fuel source.
Of all the biofuels available, wood is most commonly used because it is inexpensive, largely available, causes
minimal slagging, burns clean, and has a well-studied combustion reaction. Figure 1 shows the typical heating
value of common wood species and Figure 2 shows the molecular analysis of common dry wood species.
Both of these figures were provided by Richard C. Hill of the University of Maine’s Patent of a stick-wood
fired furnace. See Appendix A for more on the chemical reactions of biofuel combustions.
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Figure 1. Typical Heating Value of Oven Dry Wood

Figure 2. Typical Molecular Analysis of Dry Wood
A few expensive wood boiler gasifiers exist on the market today. Most wood boiler gasifiers on the market
use an insulated firebrick firebox with a connecting refractory secondary burn chamber directly above or
below the firebox, such as the ProFab Empyre Elite XT Heater schematic in Figure 3.
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Figure 3. ProFab Empyre Elite XT Heater Schematic
Similar to many wood gasification boilers, the ProFab Empyre Elite XT Heater is started by placing small
kindling in the firebox (1) through a horizontal door. A blower is turned on, creating a draft pulling
atmospheric air through the primary chamber (1) to secondary combustion (3) and then to the chimney
exhaust (5). Paper is placed under the kindling and then ignited with a match. Once the fire is established, the
fire is stirred to create a bed of coals over the nozzle (2). Larger logs are then loaded into the firebox, allowing
for burn times up to six hours. The gas and smoke created from the combustion of the wood fuel travels
through the fire nozzle (2) and into the secondary burn chamber (3). The smoke is pulled by the blower
through the firebox into the refractory lined nozzle and secondary burn chamber. Air is reintroduced in
specific ratios in the secondary burn chamber and a second combustion/reduction reaction of the gas occurs
in the secondary burn chamber (3). Gases are then expelled at temperatures up to 2,000°F to the heat
exchanger (4). The heat of the combusted gas is exchanged with water and then exhausted through the
chimney. ProFab suggests that the exhausted gases can be as low as 350°F during optimal operation. The
ProFab Empyre Elite XT Heater is comparable to our biofuel boiler prototype which will be described in
more detail in the subsequent sections. The Empyre Heater retails for $7,995 and requires a 120 volt, 15-amp
electrical input to power the blower and monitoring systems.
Wood boilers are typically integrated into residential heating in a configuration similar to that in Figure 4. The
wood boiler supplies hot water to the buffer tank, where diffusers and buoyancy effects keep the cold water
from mixing with the hot water. The hot water is then fed into a mixing valve, where colder return water
mixes with the hot water to achieve the desired temperature for the piping and the residents ideal comfort
temperature. Once passed through the piping of the house, the cold water is returned to the buffer tank then
fed back to the wood boiler and the cycle continues.
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Figure 4. Standard Wood Boiler Hydronic Heating System
Objective
Our sponsor, Tod duBois, asked us to take his current wood gasifier design and create a nozzle and heat
exchanger that will be placed within his system to create a natural draft. Mr. duBois originally emphasized
that our nozzle eliminates the need for electrical resources to deduct an electrical cost of the system. This
nozzle has been designed to deliver an overall heating load of at least 20,000 BTU/hr to the water storage
tank. The design has four main functions: provide a natural draft moving gas from primary to exhaust;
provide a vacuum pressure, to create suction through the heat exchanger pipes; preheat secondary
combustion air via helical pipes, and provide sustainable temperature for autoignition combustion of syngas.
The initial scope of the project involved designing a new gasifier system from scratch, but after further
research and discussion with Mr. duBois and Professor Davol, we reached an agreement that our project
needed to focus on designing the nozzle and heat exchanger portion of Mr. duBois’ prototype.
Consequently, the nozzle portion of the gasifier is constrained by the prototype that Mr. duBois has already
built. The nozzle outer diameter had to fit within an 8” cylinder.
With our nozzle design incorporated into Tod duBois’ pre-existing prototype, displayed in Appendix D, we
were able to satisfy the engineering specifications that were assigned for the complete gasifier system in Table
1. We attempted to keep the total nozzle cost as low as possible so the entire gasifier would be under $2000.
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Table 1. Original Engineering Specifications
Spec. #

Parameter Description

Requirement or
Target (units)

Tolerance

Risk

Compliance

1

Price

$2,000

Max

High

A, S

2

Heat Output

20,000 BTU/hr

Min

Medium

A, T

3

Size

4’x4’

Max

Low

A, I

4

Weight

4,000 lbs

Max

Low

A, S

5

Safety

140 °F (External)

Max

Medium

A, T

6

Material

Withstand 2500°F

Min

Low

A,I

7

Run Time

3 Hours

Max

Medium

A,T

A = Analysis, T = Test, S = Similarity to Existing Designs, I= Inspection
Management Plan
For the analysis of the nozzle design, Bryan took the lead in finding the appropriate temperatures, and
pressures needed for secondary combustion. Since the analysis of the nozzle was one of the most
comprehensive parts of our project, Bryan mainly be focused on the fluid dynamics analysis, while assisting
other teammates when needed. Bryan performed extensive research to determine the effects of pressure,
temperature, and flowrate on the shape of the nozzle. Because Bryan focused mainly on the nozzle design,
Courtney proceeded to work on the analysis pertaining to the heat exchanger of the system.
While all members of the team worked on the analysis portion of the project, each member had their own
assigned tasks. Jeron took the lead for manufacturing the nozzle and heat exchanger. He reached out to the
Cal Poly machine shops to gain a better insight for possible manufacturing routes. With the help of the
machine shops on campus, Sangha Energy, and team members, Jeron ensured the manufacturing was
completed.
Courtney researched testing methods to verify the validity of our design. The testing portion of our project
began when the nozzle manufacturing was complete. With Courtney taking the lead of testing she reached
out to various professors on campus for advice, such as Dr. Westphal and Dr. Thorncroft. The team decided
that the main focus of testing was to measure the flow rate and the pressure drop discussed later in the testing
section.
Basic Quantitative Analysis Principles
Our system utilizes the laws of fluid dynamics to create a draft and minimize the use of fans or blowers.
Gases flow from high to low pressure, therefore we needed a vacuum to force the woodgas through the
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secondary combustion chamber. Our project utilizes the Venturi effect through the design of our
converging-diverging nozzle. The Venturi effect states that when a gas flows through a pipe with decreasing
diameter, the velocity of the gas will increase and the static pressure will decrease. In our design, the gas flows
through the inlet of our nozzle, where the cross sectional area decreases until it reaches the throat diameter.
Therefore, the gas will see a drop in pressure and an increase in velocity at the throat. The gases also increase
in temperature during combustion, occurring slightly after the throat of the nozzle. This increase in
temperature is caused by the chemical reactions found in Appendix A.
The heat transfer analysis of the preheated air was modeled using basic conduction and convection principles.
The thermal resistance network of the heat transfer was used to determine the proper positioning of the heat
exchanger piping that coils around the nozzle. In determining the proper placement, we assured the thermal
equivalence resistance system is one directional.
Analysis
The overall shape of our nozzle was largely analytically based. However, some limiting pre-existing prototype
dimensions also defined aspects of the nozzle design. For example, the inner diameter of the keg shell heat
exchanger provided the maximum outer diameter of our nozzle shape. The accuracy of the manufactured
parts limited the distance the preheat coils could be to the nozzle inner wall.
To start the analysis of the nozzle design, we first needed the properties of the wood gas entering the nozzle.
These calculations started with the sponsor’s required heating loads - a maximum of 100,000 BTU/hr. After
a first run of calculations, 100,000BTU/hr natural draft system seemed improbable, so a second 20,000
BTU/hr iteration was completed. We assumed a gasifier using dry white pine wood, with a heading value of
9,000 BTU/lb or 19,8405 BTU/kg, would produce 40,000 BTU/hr for a fuel consumption rate of 2 kg/hr.
Assuming an overall efficiency of 50%, the useful heat gain would be 20,000 BTU/hr.
As mentioned earlier, gasifiers operate with a combustion air rate less than stoichiometric. This fraction of the
stoichiometric rate is called the equivalence ratio (ER). An equivalence ratio between 0.20 - 0.33 is
recommended for the gasification process. An ER of 0.20 will produce rich, energetic, but also tarry gas. An
ER of 0.33 produces hot, but low energy density gas. Gasifiers that produce gases for internal combustion
engines use cooler gases with higher energy densities and thus, lower ERs. Gasifier systems using moist fuel
or with poor thermal efficiency require a higher ER. For our system, with the main objective being high heat
output. With a wide range of fuel, we are looking for hot gas that can cause autoignition in the secondary
chamber. For these reasons, we have established an ER of 0.30.
The stoichiometric rate for complete combustion of dry wood is 6.5 kg air per 1.0 kg fuel. With an ER of
0.30, the air needed for primary combustion is 3.93 kg air/hr. With a fuel consumption rate of 2 kg/hr the
total wood gas entering the inlet of the nozzle is 5.93 kg/hr. The remaining secondary air required for the
stoichiometric reaction is 1.0 less than the ER, or 9.1 kg/hr. However, the stoichiometric rate is an ideal
scenario. Due to gas phase kinetics, excess air must be provided to ensure proper mixing of the air and fuel,
and to ensure complete combustion. Too much air, however, will dilute our exhaust gas and decrease our
heat exchanger efficiency. We have established a required 50% excess air in our design which is common for
natural gas combustion applications. The resulting secondary air that needs to be introduced at the nozzle
choke is 13.65 kg/hr.
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Here lies our problem: 13.65 kg/hr of air needs to be introduced under vacuum pressure with only 5.93
kg/hr of wood gas. Furthermore, in an effort to design out the blower we have no means to drive the flow
other than the buoyancy driven stack effect.
To pull large flow rates of secondary combustion air with a relatively small wood gas flow rate, we need either
a small choke diameter, large inlet air pipes, or some available vacuum pressure available throughout the
entire nozzle. We limited the choke diameter to 2 inches to ensure ease of manufacturability and to limit the
losses at extreme velocities from friction. The only other source drawing air in for secondary combustion is
with a blower.
The large change in density from the combusted gas to the outlet can provide a natural draft, pulling both
wood gas and combustion air through the nozzle. However, this stack effect is relatively weak at low chimney
heights. As seen in Figure 5, in order to get a substantial draft, either a tall chimney or a large flue gas
temperature to atmospheric temperature difference is needed. In this nozzle design, we have a large
temperature difference but a limited height. With a 1000°C temperature flue gas and a meter-tall chimney
exhausting to atmosphere, a draft of 9.55 Pa is produced.

Figure 5. Chimney Draft vs Chimney Height over Varying Temperatures
Along with providing a stack effect draft and drawing in combustion air, our nozzle also serves as the
secondary combustion chamber. Because there is no pilot flame in our combustion chamber, high
temperatures in the nozzle are needed for autoignition. The autoignition temperature for carbon monoxide
and hydrogen gas is about 609°C and 500°C, respectively. Our heavily insulating refractory layer will retain
the temperatures from primary reaction needed for secondary combustion. It was also suggested to us that
the height of the nozzle would need to be tall enough to allow ample time for mixing and combustion. Upon
further research, we have found the ignition time delay is in the range of 50-500 microsecond which provides
plenty time for ignition as the gas flows at an average velocity of approximately 6 m/s. The reaction time
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decreases at higher pressures and temperatures, which would only benefit the ignition timing as the systems
heats to steady state temperature.
Assuming incompressible, inviscid, and steady flow of the woodgas, were able to use the ideal Bernoulli's
equation. The assumption of incompressible flow is reasonable as the wood gas flow reaches a Mach number
of 0.03 at the choke, which is much less than the Ma = 0.3 suggested limit for incompressible flow. The flow
of the wood gas can be considered inviscid because the length to diameter ratio is small and the surface
roughness of the refractory is rather smooth. The steady flow assumption is valid for times after startup when
the refractory has reached a steady temperature. This is usually 15-20 minutes. With an 8-inch inlet diameter,
a 2-inch choke diameter, and an inlet velocity of 0.7925 m/s, the available vacuum pressure at the choke is
80.913 Pa. Including the 9.55 Pa from the effects of buoyancy mentioned earlier, the total vacuum pressure
available is 90.459 Pa.
The same assumptions allowing us to use Bernoulli's equation for the woodgas hold for the air entering the
nozzle, except viscous effects must be accounted for. Our preheated air pipes have small diameters and long
lengths. The riveted steel pipes also have a relatively high surface roughness, making the inviscid assumption
invalid. To account for the friction losses, we created an excel tool program that calculates head loss at
different air inlet configurations and choke diameter. With a friction factor of 0.02 and a pipe length of 11.5
feet, the head loss is 77.365 Pa.
With an 8-inch inlet, a 2 inch choke, and three 0.5 inch air inlet pipes, our incoming air flow rate is 11.42
m3/hr, which is 30% greater than the required 11.42 m3/hr. This 30% extra flow rate was chosen as our
design point and provides a cushion for error. Also, any small increases in excess air will have very little effect
on the overall performance.
These calculations were based off the assumption that the gasifier produces gas at the necessary flow rate. In
most gasification systems, a blower provides a pressure drop across the reaction bell which yields the flow
rate of woodgas. Unfortunately, the buoyancy effect of the gasses is not enough to produce the needed 4-6
inches of water pressure typically found in gasifiers to draw the gasses through the combustion hearth and
sustain the needed flow rate. It should be noted that this vacuum pressure is needed for the solid fuel
gasification hearth and is not necessary in our nozzle design. However, there is not enough stack pressure to
ensure these flow rates. Therefore, a light duty fan is needed to draw the air from the combustion chamber to
exhaust and ensure proper flow rates. This fan will be placed at the inlet of the air pipes. We have specified a
San Ace 40 fan to provide the needed flow rate. This blower provides 29.3 cfm or approximately 49.8 m3/hr
and is discussed in more detail in the following sections.
The heat transfer measured across the refractory to the preheated air was performed in various ways. Each of
the methods aimed to design a tubing system to heat atmospheric air (20°C) to about 593 °C through
conduction and convection. In all models, radiation was negligible and the stainless steel tubing of the heat
exchanger was treated as thin-walled piping.
The thermal resistances of the system included the convection of the syngas on the flume walls, the
conduction transmitted through the refractory, and the convection of the preheated air through the heat
exchanger coils. Theoretically, this method is accurate. However, the fluid air moving through the coiled
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pipe follows a spiraling path and causes a centripetal force toward the refractory of the inner wall of the
piping. The air in the piping is also experiencing mixing, requiring a convection correction factor, determined
in complex heat transfer analysis.
In our first attempt, we modeled the flow across the nozzle as 1-D heat transfer as convection from the
syngas, conduction through the refractory, and convection through the preheated air pipes. Using iteration
cycles in Excel, we formulated a 10,128 cell matrix iterating the nozzle diameter, height of the nozzle, and
distance between the flume and heat exchanger pipes. A screenshot of the excel file is located in Appendix
G. These calculations concluded a maximum heat transfer of 33.16 BTU/sec. We also realized that the
thermodynamic properties (such as dynamic viscosity, density, and Prandtl number) of wood gas could not be
determined through Engineering Equation Solver (EES) or any other database within our research.
However, through this simplified model, we concluded the height of the nozzle, the size of the nozzle
diameter, and the distance between the flume of the nozzle and the heat exchanger piping against the overall
heat transfer.
Our second method assumed a flume wall temperature of 1000°C and modeled only refractory conduction
and air convection. Using an EES file, we were able to calculate the minimum length of the pipe and the
thickness of the refractory layer separating the pipe heat exchanger from the wood gas flowing through the
nozzle. From the iterative techniques shown in Appendix G, the output temperature of the air flowing from
the heat exchanger will be about 444°C with a length of 3.5 m of heat exchanger piping and a refractory
thickness of 2.54 cm (1 inch). We decided to use three individual ½ inch heat exchanger pipes with a pitch of
about 8.79 mm (0.346 in), resulting in about 12 coils to reach our final desired air temperature. This
calculation is also based on the assumption of a nozzle length equal to 1.5 meters. The pitch of our coils is
not a sensitive parameter, however it ensures no pipe interference.
In reality, the heat transfer analysis of our nozzle should be performed through computational fluid dynamics.
The total heat transfer will vary due to mixing non uniform surface temperature of the heat exchanger piping.
With a deeper study of computational fluid dynamics and heat transfer, further modeling and analysis would
be used to improve the accuracy of the data.
Cost Analysis
One of the largest tasks of this project was to create an entire system under $2000. Because we are focused
on the nozzle and heat exchanger, our overall cost much less than the entire gasifier budget. The Bill of
Materials listed below, Table 2, shows the overall cost of the nozzle and heat exchanger design.
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Table 2. Bill of Materials
Part

Quantity

Supplier

Price

Kast-O-Lite 26 LI
Castable Refractory (55 lb
Bag)

1

High Temp Tools

$65.00

Flex Tubing Corrugated
Stainless Steel (164 Feet,
1/2” Diameter)

1

Duda Diesel

$175.00

8”X48” Concrete Form
Tube

1

Home Depot

$7.40

10”X48” Concrete Form
Tube

1

Home Depot

$9.97

Sanyo Denki DC Blower
40X28mm/12VDC/18.3
W 29.3CFM

1

Mouser Electronics

$22.20

Polyethylene Foam
Cylinder

1

Foam Factory

$25.99

Rutland - Refractory
Cement ½ Gallon

1

Ace Hardware

$17.27

Unique Goods 1803BKW
DC Motor Speed
Controller

1

Amazon

$6.99

6”X24” PVC Pipe

1

Home Depot

$9.96

Total

9

-

$339.78

Material Selection
For our system we used a variety of materials, that were each selected for specific characteristics. Since the
casted nozzle shape was designed using hand chisels and files, we used a material that was able to withstand
these forces. Thus, we decided to use a high density foam. With a high density foam, we were able to get a
rigid structure with a narrow throat diameter that was able to stand alone during casting. High density foam
also had the added benefit of a higher surface finish. A finer surface finish produced a smoother refractory
wall and less frictional drag on the woodgas.
With castable refractories we were able to mold components at a cheaper cost than machining parts. As
previously stated, refractories were chosen for their high thermal conductivity.
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For the pipes casted in the heat exchanger we used corrugated stainless steel. Stainless steel is its high
melting temperature of 2500°F allowing it to withstand the high combustion temperatures. Another added
benefit to using stainless steel is that it is non-corrosive. Since the gasifier will be operating outdoors, it is
crucial that it will be able to withstand the elements. Corrugated stainless steel pipes are also rigid, while still
being flexible. This allows us to form the proper shape.
Research was also done on efficient, inexpensive, and low power consumption blowers. The Sans Ace 40
blower was chosen, as it can provide 4.42” water, 29.3 cfm, and 18.3 watts at maximum output. The
performance curves can be seen in Figure 6. The fan was connected to a simple PWM controller which can
pulse a DC voltage at high frequency. This allows for operation at some range below maximum - usually
between 10-100% duty cycle. A PWM controller will also use less power when set to a duty cycle below
100%.

Figure 6: PWM Duty Cycle and Operating Voltage Range of the Sans Ace 40 Blower
Manufacturing
Our manufacturing process produced two key components for our sponsor’s complete design: the
converging-diverging nozzle and the heat exchanger. As previously described, these components were
designed to achieve the pressure, temperature, and flow rate needed for the secondary combustion of the
woodgas. To create the nozzles’ unique shape, we created a converging-diverging form out of foam. Because
the nozzle and heat exchanger are sitting inside keg frames, as seen in Figure 7 below, we used cardboard
cylindrical forms with a wax coating as outer shells. We poured refractory around the foam nozzle and heat
exchanger and set them aside for hardening. After 24 hours of setting and curing, we removed the templates
and sanded the final finish on our nozzle and heat exchanger. Proceeding are the detailed steps of the
manufacturing process.
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Figure 7. Nozzle and Heat Exchanger Placement
As previously described, we selected a material for the male form of our nozzle. We needed a material that
could be easily removed from the final refractory casting. Its composition is adaptable for shaping and easily
fragmented for deconstruction. We were able to obtain a square stock piece of high density foam from the
Cal Poly Mechanical Engineering Department and proceeded into the shaping process of the nozzle design.
To create the nozzles’ shape, we drew its curved profile on a sheet of plywood as a template. The plywood
was cut along the drawn edge using a bandsaw and was used to check the shape of the foam as it was sanded.
To rotate our nozzle in the shaping process, we glued wooden dowels on both ends of the foam. The dowels
served as fixtures and created an axis of rotation parallel to the ground. Progress of the shaping can be seen
below in Figure 8.
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Figure 8. Nozzle Shaping Process
After finishing the nozzle shaping, we removed the dowels from the high density foam using a handsaw.
Once the dowels were cut off, we sanded both ends of the nozzle to ensure that the nozzle would sit flat
during the refractory pouring process. We then added three wooden dowels that were later used as place
holders for our preheated air pipes at the throat of the nozzle. Once the dowels were secured in place, we
took three 1.5 foot segments of the ½ inch corrugated stainless steel pipe and attached them to the dowels.
The corrugated pipe was curved upwards to allow for the pipes exit at the top of the nozzle. The nozzle was
set aside until the completion of the heat exchanger.
Next, we began construction of the heat exchanger. We were given a supply of ½ inch corrugated stainless
steel pipe that we wrapped into a circular formation to create the heat exchanger. We proceeded to cut three
pipes each 6.5 feet in length, and formed them to a 6.5 inches in diameter. The pipes were later placed around
a 6-inch inner form. To correctly position the pipes, we took a 6 inch PVC pipe and layered wooden spacers
to the outside diameter. While wrapping the piping we needed to ensure that it would stay in place, so
throughout the process zip ties were used to help with the positioning. The wrapping process continued until
the final shape of the heat exchanger was formed and can be seen below in Figure 9.

Figure 9. Heat Exchanger Form
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Upon the completion of the nozzle form, we poured the refractory. We casted two separate cylinders, one
with the nozzle in the center, and one with the heat exchanger casted into the refractory. For the nozzle
casting, we obtained an 8-inch diameter cardboard form tube, in which the foam nozzle form was placed.
The cardboard form was cut to 1” above our desired height to prevent an overflow of refractory. We then
placed the nozzle inside the cardboard tube, and centered the nozzle. We then mixed refractory and began
pouring refractory, patting down the sides and tops to prevent air bubbles.
After the nozzle pouring was complete, we moved onto preparing the heat exchanger for casting. To do so
we obtained a 10-inch diameter cardboard concrete form and a 6-inch PVC pipe. Our heat exchanger piping
was centered in the 10-inch cardboard form, with the 6-inch PVC pipe centered inside the piping. The
cardboard form needed slits cut for the entering and exit pipes to be outside of the refractory. After the heat
exchanger had been properly secured within the 10-inch cardboard form, we were able to pour refractory
between the form and the PVC pipe, coating the heat exchanger. Both the nozzle and heat exchanger
pouring can be seen in Figure 10 below.

Figure 10. Refractory Pouring
While curing for 48 hours, the refractory was wrapped in a plastic tarp to retain its moisture. Once the
refractory finished curing, we removed the forms. The foam was picked out using a small chisel to help
prevent any damage. The removal of the PVC piping was more difficult than planned since the PVC stuck to
the refractory. With this complication, we had to take a hand saw and cut away at the PVC until it had a
straight cut down one side. Once this cut was made, we pulled the PVC from the heat exchanger. Finally, we
removed the outer cardboard form.
Once the forms were removed, we used premixed refractory cement to fill in any cracks or low spots of the
nozzle and heat exchanger. We also sanded certain parts of the nozzle to create a smoother surface.
To assemble both components together for testing, we used a 1 ½ inch steel pipe as a header for the three
inlet air pipes of our heat exchanger. We sealed the ends with premixed refractory to ensure no leaks. The
Sans Ace 40 blower was mounted to the end opposing the three inlet air pipes and connected to our PWM
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controller. The PWM controller was connected to a power source provided by the Cal Poly Electrical
Engineering Department.

Figure 11. Heat Exchanger and Nozzle Finished Design

Design Verification
Our team performed two sets of tests. The first test measured the change in air temperature between the inlet
and outlet of our heat exchanger. The second provided measurements of the total head loss experienced by
the air flowing through the corrugated piping. The thermal test validated our design. However, the flow test
results proved our design calculations were inadequate representations of the actual head loss. Therefore, the
results were used to theorize design revisions to reduce the head loss.
Thermal Test
The thermal test was performed using two thermocouples. The first thermocouple was located inside of the
heat exchanger’s inner wall. The second was placed at the exit of the corrugated piping. Because the air
flowing into the corrugated piping was atmospheric, the recorded temperature at the inlet of the heat
exchanger was at a constant ambient temperature.
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Figure 12. Thermal Test Setup with Propane Burner and Thermocouples
Figure 12 shows our testing apparatus and the setting of our data collection. For safety purposes, the test was
performed outdoors. The outdoors setting is an uncontrolled environment; therefore, it was non-ideal for
our controlled experiment. However, the ambient temperature was particularly low on this day, forcing our
heat exchanger to work in realistic conditions.
The propane burner was placed directly below the heat exchanger’s inner surface. The burner was controlled
with a valve located next to the spout of the gas tank. We used this control to vary the amount of gas
provided to the flame, consequently changing the temperature inside the inner wall of heat exchanger. With
the ability to control the temperature of the flue gasses inside the heat exchanger, we were able to analyze the
effectiveness of the heat exchanger in different conditions. Unfortunately, the burner never allowed us to
reach our expected operating temperature of 1800°F. However, our results at lower temperatures provided
sufficient data to analyze the performance of the heat exchanger.
We performed two trials in which we analyzed the heat transfer between the hot gas temperature and the air
exiting the heat exchanger coils. The trials measured the change in air temperature for average flue gas
temperatures of 408°F and 788°F. The raw data collected in this test can be found in Appendix J.
Using the Excel and EES files created for our design, we were able to graph our expected results with our
actual results. This graph is shown below in Figure 13.
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Figure 13. Thermal Test Results
Figure 13 is a graph of the calculated system outlet temperature for a range of flow rates and gas temperature.
Since we could not test our heat exchanger at the actual operating point of 1800°F we tested at lower
temperatures and developed a correlation between our testing temperature and the operating temperature.
Figure 13 shows the two temperatures and flow rates we tested. Ideally, our test point would lie on the system
curve. Since both test points lie below the calculated curve, our incoming air temperature will be less than
calculated. This could be due to a number of reasons: pipes spaced too far from inner wall, thermal
conductivity of refractory was lower than published, or the resistance calculated from our 1-D thermal
resistance calculations were not a good approximation. However, after correlating test points to the operating
point, we have found the air will come in at a minimum of 520°F degrees when operating at 1800°F. When
this air is mixed with woodgas at a ratio of 1:1.58, the heat exchanger will provide the necessary 1110°F
needed for autoignition.
Flow Test
Our second test was designed to calculate the total head loss of the corrugated piping. In our supporting
analysis, many assumptions were made such as incompressible, one dimensional, steady state flow. Viscous
friction losses were a major concern with the design and manufacturing of the heat exchanger and nozzle. To
overcome the losses in the pipes, we placed a fan at the air inlet to provide the necessary pressure. However,
the flow rate is dependent on the pressure loss seen in the corrugated pipes. For this reason, we designed our
test to specify the threshold of pressure loss a fan must meet in order to ensure the needed air flow.
For our experiment, we used the PWM controlled fan to calculate the total head loss in our air system. Our
experiment consisted of a small desk fan, a DC power supply, a San Ace 40 blower, and an Alnor
anemometer.
To replicate the woodgas through the nozzle, we placed a fan, operating at constant speed, at the nozzle’s
entrance. Our flow rate through the corrugated piping was created using a blower, located at the entrance of
our three corrugated pipes. However, to ensure the flow from the blower was distributed evenly between the
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pipes, a 1.5” steel tube, encompassing the three 0.5” pipes, was used as a flow hood. Therefore, the San Ace
blower was located at the entrance of the steel tube. The blower providing the air flow was powered by the
DC power supply. Lastly, the anemometer, measuring the volumetric flow rate of the air, was placed at the
exit of the nozzle to read the overall flow rates.
Initially, the flow test was designed to measure the head loss of the air system operating at different levels of
fan power. However, we found that the San Ace fan, specified at a maximum pressure loss of 4.42 inches of
water, did not have an operating range large enough to graph the head loss as a function of fan power.
Therefore, the flow test was used to calculate the head loss of the pipes. Our results from the flow test can be
seen below in Table 3.
The head loss was measured using Bernoulli’s equation for non-ideal circumstances. Bernoulli’s equation is
displayed below.

𝑃𝑃2 𝑢𝑢2 2
𝑃𝑃1 𝑢𝑢1 2
+
+ 𝑧𝑧1 =
+
+ 𝑧𝑧2 + h𝐿𝐿
𝜌𝜌𝑔𝑔 𝜌𝜌𝑔𝑔
𝜌𝜌𝑔𝑔 𝜌𝜌𝑔𝑔

Where Ρ is pressure, g is the acceleration due to gravity, u is velocity of the air, z is the elevation with respect
to a ground reference, ρ is density of air, and hL is the head loss. Because the inlet and outlet of the pipes
were at equal elevation and the velocity is considered constant in the pipe, the equation was simplified to:

Head loss is also equal to:

𝑃𝑃2
𝑃𝑃1
−
= h𝐿𝐿
𝜌𝜌𝑔𝑔 𝜌𝜌𝑔𝑔

h𝐿𝐿 = 𝑓𝑓

𝐿𝐿 𝑣𝑣 2

𝐷𝐷 𝜌𝜌𝑔𝑔

=

16𝐿𝐿𝑄𝑄2
𝜋𝜋2 𝐷𝐷5

Where L is the length of the pipe, Q is the flowrate, and D is the diameter of pipe. Thus the friction losses are
heavily dependent on diameter of the piping. A pipe with a diameter twice as large will have 32 times less
friction losses. It is recommended to use a larger pipe diameter to reduce friction losses.
The following table summarizes our results and our initial test goals. The results reflect the San Ace blower’s
insufficient ability to overcome the total head loss in the corrugated piping. Therefore, we recommend a fan
with a larger pressure capacity. More specific details on this recommendation may be found in the “Future
Iterations” section below.
Table 3. Flow Test Results
Blower at Max. Capacity
Qair Needed [cfm]

6.73

Qair Supplied [cfm]

0.69

Fan Pressure Capacity [in. of H2O]

4.15

Head Loss [in. of H2O]

4.03
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Maintenance and Repair Considerations
It is crucial to ensure that the system is properly maintained for the entirety of its life. For safety reasons it is
advised that any maintenance to the gasifier is done after the system is turned off, and has cooled down.
One maintenance concern is to make sure that the gasifier is cleaned of any ash or remaining particles. A
buildup of the residual flue particles can cause for an obstruction of flow in the system. To avoid buildup
one should remove the ash catcher at the base of the main burning chamber and clean it out at least once
every two runs. It is also advised to clear out the piping from any ash or sediments. If these particles are not
cleared out the pipes will have a greater head loss.
A gasifier owner should also check monthly to ensure that there is no slag build up. One of the most
susceptible places for slag to build up is in the nozzle and the hoses. A visual inspection will allow for the best
results when looking for slag build up. Any minor build-up of slag can be treated by carefully using a chisel
to chip away the slag. It is necessary to note that possibly chipping away at the refractory may develop
further issues. Slag inspection should occur at least once a month to help reduce the amount of buildup in
the system.
When maintaining a gasifier one should also look out for any cracks in the refractory. Any cracks in the
refractory can cause a leakage of gas, which would minimize the effectiveness of the design and leak
poisonous gases. We advise using a premixed refractory cement to fill in any cracks that may form. When
using the premixed refractory cement, it is crucial to have the system sit for at least 24 hours to allow for it to
cure and dry properly.
Concept Design Hazard Identification Checklist
When designing any new product, it is necessary to ensure that the product is safe for both the user and the
environment. We have started a preliminary checklist listed in Table 4 below, including possible hazards that
could arise in the use of a gasifier.
Table 4. Hazard Identification Checklist
Hazard

How to avoid hazards

High temperatures

Warning labels and insulation around high
temperature components.

Backfire

Locking mechanism for lid and air sealed from
primary combustion to exhaust

Poisonous Gas

Proper installation and sealed connections from
combustion to exhaust

Pressurized Water/Steam

Locking mechanism to prevent the gasifier from
being opened while running.

Carbon Monoxide Poison

Make sure the gasifier is not running in an enclosed
area, such as a house or shed. Keep outside
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Safety Considerations
As with any form of machinery, there are always safety actions that should be taken into consideration while
building and operating the system. One of the biggest safety considerations is to be cautious of the high
temperatures. Therefore, it would be advised to keep children and animals out of reach of the heating unit.
With the high heat of the system, the user should also take into consideration the time it takes for the system
to cool down prior to any maintenance or repairs. With the extreme heats, the system will take time to cool
down, and allow for a safe environment to work in.
When assembling the gasifier, the manufacturer should take caution while moving some of the subsystems.
Depending on the nozzle size, the weight of the refractories can cause possible injury.
Future Iterations
Because viscous friction losses were greater than expected, some adjustments need to be made to our current
design. To begin, a blower with a greater pressure head is needed to overcome the head loss. However, a
bigger blower would draw more power, working adversely towards our low power consumption goal. A
better alternative would be to use smooth piping of a larger diameter. In our design, we used corrugated
stainless steel piping, because it could withstand the high temperatures and was made readily available by our
sponsor. However, the piping network doesn’t need to be permanent if the shape could be cast into place and
the piping removed. A smooth piping network that could be dissolved or burned out would be a better
alternative. Unfortunately, research into such materials yielded limited results.
Another possible design iteration uses a jet pump, similar to the design seen in Figure 14 below, as a
replacement for the blower. Jet pumps (commonly known as an ejector, injectors, or venturi pumps) use high
pressure fluid to pump low pressure fluid. These pumps are used in industry to prime pumps or when high
pressure exhaust steam is available. They are usually inexpensive and reliable, as there are no moving parts.

Figure 14. Jet Pump Section View
In our gasifier design, high pressure steam can be provided by the heat generated by primary combustion. A
small section of the water jacket, as seen in Appendix D, can be sectioned off as the steam source. A jet
pump can be placed on the exhaust end of the gasifier where steam would be the motive fluid and flue gases
would be the inlet gas as seen in Figure 14. The low pressure created at the inlet would be sufficient to draw
air into initial combustion chamber and across the hearth. The low exhaust pressure could also draw
woodgas and secondary air through the nozzle. A jet pump’s performance is dependent on geometry and
fluid properties so calculating the needed flow rate of steam and pressure is not possible without manufacture
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specifications. Most manufacturers do not publish their specifications as most are uniquely designed for
specific uses. However, jet pumps are capable of reaching vacuum pressures as low as a tenth of a psi. For
this design we only need about 10 inches of water total from primary combustion to exhaust, so a relatively
small jet pump utilizing a small amount of steam would suffice. For small applications jet pumps range in
price from $20-$60.
Summary
Over the last three quarters, we designed, built, and tested two components of a wood gasifier. In this
process, we have calculated the dimensions needed to achieve the necessary flow rates, pressures, and
temperatures for autoignition. In our building phase, we successfully constructed both the nozzle and heat
exchanger designs using the castable refractory. We tested the effectiveness of our design, and based on our
measurements, we detailed future iterations for a more successful design. To commence our project, we
presented our work at the Senior Project Expo, held on December 1, 2016.
Lastly, we would each like to thank all of the people who donated their time and assistance to help us with
this project. We would like to thank our sponsor, Tod duBois, for making his shop and resources available to
us. To the Cal Poly Engineering Faculty, thank you for aiding us in our analysis, allowing us the use of
laboratory equipment, and allowing us to raid your office hours. Thank you to the Mustang 60 and Hangar
shop techs for donating some of your expertise. And lastly, thank you Dr. Davol for keeping us on track and
advising us through the roadblocks.
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Appendix A - Gasification Chemical Reactions and Equilibrium Constants
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Appendix A - Gasification Chemical Reactions and Equilibrium Constants
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Appendix B - Gantt Chart
TASK

START DATE

DURATION

END DATE

Sponsor Intro Letter

8-Jan

4

12-Jan

Team Contract

12-Jan

7

19-Jan

Sponsor Visit

12-Jan

9

21-Jan

Problem Statement

12-Jan

9

21-Jan

QFD House of Quality

12-Jan

16

28-Jan

Project Proposal Report

12-Jan

20

2-Feb

Concept Models

2-Feb

14

16-Feb

Final Leading Concept

2-Feb

14

16-Feb

PDR with Sponsor

2-Feb

16

18-Feb

Yellow Tag

12-Jan

43

3-Mar

Final Decision Matrix

16-Feb

9

25-Feb

Preliminary Design Report

2-Feb

27

29-Feb

Preliminary Design Presentation

29-Feb

12

11-Mar

Computational Analysis

29-Feb

46

15-Apr

3D Prototypes

29-Feb

46

15-Apr

CDR with Sponsor

29-Mar

21

12-May

Final Design Report

29-Mar

28

3-May

Individual Ethics Memo

29-Mar

44

12-May

Spring Expo

29-Mar

58

26-May

Sponsor Update Memo

22-Sep

5

27-Sep

Project Demo

22-Sep

26

18-Oct

Senior Survey

31-Oct

4

3-Nov

Final Report

22-Sep

69

12-Dec
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Appendix B - Gantt Chart
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Appendix C - Concept Designs
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Appendix C - Concept Designs
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Appendix D - Sponsor’s Prototype
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Appendix E - FMEA
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Appendix F - Gas Analysis and Fluid Dynamics
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Appendix F - Gas Analysis and Fluid Dynamics
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Appendix F - Gas Analysis and Fluid Dynamics
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Appendix F - Gas Analysis and Fluid Dynamics
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Appendix F. Gas Analysis and Fluid Dynamic Calculations
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Appendix F. Gas Analysis and Heat Transfer Calculations for First Design Iteration
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Appendix G - Fluid Dynamics Excel Model
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Appendix G - Fluid Dynamics Excel Model
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Appendix H - EES Calculations and Results for the Second Iteration of the Heat Transfer Analysis
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Appendix I - Detailed Design Drawing
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Appendix J - Biomass Producer Gas Composition
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Appendix K - Thermal Test Results

This graph of our thermal test shows two tests - one with the inner wall heat exchanger temperature at 400F
and one at 800F. The blower was set to 1.0 CFM for each test. The outlet air temperature through the heat
exchanger was measured in 30 second intervals until a steady state temperature was reached.
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